
Qty Symbol Description Part # Pressure Flow Radius

6 Toro TVAN-10 180° - 570Z-4P TVAN-10 2.07 0.22 2.7

2 Toro TVAN-10 360° - 570Z-4P TVAN-10 2.07 0.42 2.74

2 Toro TVAN-10 90° - 570Z-4P TVAN-10 2.07 0.12 3.05

4 Toro TVAN-12 180° - 570Z-4P TVAN-12 2.07 0.35 3.66

2 Toro TVAN-12 90° - 570Z-4P TVAN-12 2.07 0.18 3.66

5 Toro TVAN-15 180° - 570Z-4P TVAN-15 2.07 0.43 4.57

7 Toro TVAN-15 360° - 570Z-4P TVAN-15 2.07 0.72 4.57

22 Toro TVAN-17 180° - 570Z-4P TVAN-17 2.07 0.49 5.18

1
270°

Toro TVAN-17 270° - 570Z-4P TVAN-17 2.07 0.66 5.18

18 Toro TVAN-17 90° - 570Z-4P TVAN-17 2.07 0.31 5.18

2 Toro TVAN-17 360° - 570Z-4P TVAN-17 2.07 0.78 5.49

10 Electrovana TPV100 - 9v TPV100 - 9v

2 Controler 1 zona - 9v Temp-Air-C1

1 Controler 2 zone - 9v

2

1 New Water Source

400.00 (m) Teava secundara - 32mm 0

200.00 (m) Teava principala - 40mm 0

400.00 (m) Tub picurare Tub picurare 0 0 0

Controler 4 zone - 9v

Temp-Air-C2

Temp-Air-C4
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Zone Assignment

WTF

Area (sq m)

Original Flow (m^3/h)

WTF Flow (m^3/h)

Average Precip (mm/hr)

1-1

100%

87.75

3.15

3.15

49.9375

1-2

100%

135.64

3.79

3.79

48.2044

1-3

100%

80.77

4.02

4.02

48.879

1-4

100%

59.54

3.29

3.29

55.0268

1-5

100%

144.34

3.56

3.56

40.8638

Zone Assignment

WTF

Area (sq m)

Original Flow (m^3/h)

WTF Flow (m^3/h)

Average Precip (mm/hr)

1-6

100%

134.8

3.73

3.73

42.9627

1-7

100%

158.19

4.33

4.33

43.0828

1-8

100%

158.34

4.09

4.09

42.9458

Total Area Calculations

Area (sq m)

Samples

660.36

4920

High Precip (mm/hr)

Mean Precip (mm/hr)

Low Precip (mm/hr)

155.6436

44.9048

6.9615

CU

DU

SC

77.6%

65.67%

0.67

INSTALATII SANITARE - PLAN TEHNIC-SISTEM IRIGATII
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